Bonsall Community
Park — Phase 1

Phase 1 will include:

- Playground and picnic areas

- Multi-use/soccer fields

- Two new vehicle access points

- Parking and accessible parking stalls

- Sidewalk & intersection improvements

- Restrooms, park office, volunteer host sites
- Stormwater improvements
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Pipeline NN
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Background

* Main Break in the
early hours Wed.
June 11, 2025

» 16" Fusible PVC
Installed in 2011

» Catastrophic
Failure — under
Investigation as to
root cause
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Background

* Main Break in the
early hours Wed.
June 11, 2025

* 16" Fusible PVC
Installed in 2011

» Catastrophic
Failure — under
Investigation as to
root cause
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Background

- Damage was
assessed via pipe
camera

» Split in pipe
extends at least
/2 feet under
Hwy 76
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Background

- Damage was
assessed via pipe
camera

* Split in pipe
extends at least

/2 feet under
Hwy 76

* No damage to
the pipeline
south of 76

based on add'l
reconnaissance
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Next Steps/Request

« With the aid of outside services (Engineering, Environmental,
Geotech, Survey), continue emergency planning & design of a
suitable replacement for at least the portion of the pipeline extending
under Highway 76 (~350-400 feet)

* Trenchless Construction — Jack & Bore, HDD, etc

 Authorize up to $500k in to fund necessary activities

* Actions necessary for authorization/notifications to regulatory agencies and
property owners

» Design and related services to prepare bid package
 Construction Management and Inspection

 Return to the Board in July with an update and additional funding
needs for Construction

6 BOARD MEETING - Item 12.F




Cross-Connection

Board of Directors Meeting

June 24, 2025
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Background

State Wate Resources
Control Board (SWRCB)

Division of Drinking Water

*  Oversees the implementation of
the Cross-Connection Control
Policy Handbook (CCCPH)

« Sets standard for cross-connection
control and backflow prevention
in public water systems

All public water systems are required
to develop, adopt, and submit a
Cross-Connection Plan by July 1, 2025
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State Water
Resources
Control Board

..........

‘Water Boards

State Water Resources Control Board

Cross-Connection Control
Policy Handbook

Standards and Principles for California’s
Public Water Systems

Adopted: December 19, 2023
Effective: July 1, 2024
Amended: March 19, 2025

California Environmental Protection Agency




Cross-Connection Plan

All public water systems are required to develop, adopt, and submit a Cross-Connection Plan to
State Water Resources Control Board by July 1, 2025
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